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NFPA (National Fire Protection Association) 
recommended setbacks for propane tanks.

These drawing are for reference only.  Always check local 
codes and regulations before installing tanks.

Regardless of its size, any ASME 
tank must be located so that the 
fill connection, service valve, and 
relief valve are at least 10' from 
any external source of ignition 
(e.g., open flame, window A/C, 
intake to direct-vented gas 
appliance, or intake to a 
mechanical ventilation system.

Aboveground ASME LPG Tanks

Underground ASME LPG Tanks

Regardless of its size, any ASME 
tank must be located so that the 
fill connection, service valve, and 
relief valve are at least 5' 
horizontally from any opening 
(windows, crawl space openings 
etc.,) below the discharge.
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